
Your heat alarm is suitable for the kitchen, 
garage and loft.

Heat alarms should be sited at least 300mm 
from light fittings and walls. Ideally as central 
as possible in the room. Do not install heat 
alarms on a wall.

Install your heat alarm at a distance no greater 
than 5.3m from the farthest wall, no greater 
than 5.3m from a door to any room in which a 
fire might start and no greater than 5.3m from 
the next heat or smoke alarm.

If there is fluorescent lighting, heat alarms 
should be installed at least 1500mm from 
these fittings and wiring. Keep any wiring at 
least 1000mm from fluorescent lighting. 
Do not use circuits containing fluorescent light 
fittings or dimmer switches.

If there is fluorescent lighting, heat alarms 
should be installed at least 1500mm from 
these fittings and wiring. Keep any wiring at 
least 1000mm from fluorescent lighting. 
Do not use circuits containing fluorescent light 
fittings or dimmer switches.

Locations of alarms must be compliant 
with either BS 5839: Part 6 or relevant 
Building Regulations if in any doubt.

HW1 MAINS POWERED HEAT ALARM
WITH 9V BATTERY BACK-UP

USER MANUAL

BS 5446-2: 2003
Licence No: KM694292


